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Evaluation for Modular, Scalable Overhead Cooling
Systems in Data Centers

1 Problem Statement

Scientific and enterprise data centers, IT equipment product development,eardires

data center laboratories typically require continuous cooling to control inlet a
temperatures within recommended operating levels for the IT equipment. The
consolidation and higher density aggregation of slim computing, storage and networking
hardware has resulted in higher power density than what the raisedyftamslesign,
coupled with commonly used computer rack air conditioning (CRAC) units, was
originally conceived to handle.

Many existing data centers and newly constructed data centers adopt CR®\@hith
inherently handle heat transfer within data centers via air as the msé¢tnaedia. This
results in energy performance of the ventilation and cooling systems beirtgdas
optimal. Understanding the current trends toward higher power density in Jutog)
more and more IT equipment manufacturers are designing their equipment te opera
“conventional” data center environments, while considering provisions of alternat
cooling solutions to either their equipment or supplemental cooling in rack or row
systems.

Naturally, the trend toward higher power density resulting from currentudunck f
generations of servers has, in the meanwhile, created significant opportonities
precision cooling suppliers to engineer and manufacture packaged modular ané scalabl
systems. The modular and scalable cooling systems aim at signyficaptbving

efficiency while addressing the thermal challenges, improving retiglahd allowing

for future needs and growth. Such pre-engineered and manufactured systemsamay be
significant improvement over current design; however, without an energy edfycie

focus, their applications could also lead to even lower energy efficiendies overall

data center infrastructure.

The overall goal of the project supported by California Energy Commissisriov
characterize four commercially available, modular cooling systestalled in a data
center. Such modular cooling systems are all scalable localized units, bipe wil
evaluated in terms of their operating energy efficiency in a reakdatar, respectively,
as compared to the energy efficiency of traditional legacy data centargcepstems.

2 Technical objectives

The technical objective of this project was to evaluate the energy perfamioce of
the four commercially available modular cooling systems installed in adater in Sun
Microsystems, Inc. This report is the result of a test plan that wasogedelvith the
industrial participants’ input, including specific design and operatinactexistics of
the selected modular localized cooling solution provided by vendor 1.



The technical evaluation included monitoring and measurement of selecte@fessam

and establishing and calculating energy efficiency metrics for thetedlcooling

product, which is a modular, scalable overhead cooling system. The systemtechsites

a hot/cold aisle environment without separation, or containment or the hot or cold aisles.
The scope of this report is to quantify energy performance of the modular cooling unit
operation as it corresponds to a combination of varied server loads and inlet air
temperatures.

The information generated from this testing when combined with a concurreantcrese
study to document the energy efficiency of the host data center’s centied elaker
cooling plant can be used to estimate potential energy savings from implementing
modular cooling compared to conventional cooling in data centers.

3 Technical information on the characteristics of
modular, scalable cooling systems and servers

3.1 Modular, scalable, overhead cooling system

Cooling system. The cooling system in this study is a pumped refrige@imgsystem
designed for cooling data center IT equipment racks. This system was cedfigua

total cooling capacity of 80 kW, and consisted of one pump unit and eight cooling
modules. A typical system consists of one pump unit and up to 16 cooling modules, and
can provide up to 160 kW of cooling. Multiple cooling systems may be used for higher
cooling demands.

Pump unit. The pump unit includes a pump that circulates the refrigerant and a
refrigerant-to-water heat exchanger. This heat exchanger transetdrgfom the pumped
refrigerant into the chilled water that circulates through the pump unit anddotiek t
central chilled water source.

Cooling module. Each cooling module contains two fans and an air-to-refitidperat
exchanger. Hot air from the hot aisle was pulled into the cooling module and heat was
transferred into the pumped refrigerant through the air-to-refrigerahékezanger.

Cool air is then provided to the cold aisle in front of the computer racks.

The water flow rates in the pump unit as well as the airflow rates in thegoobdules
were controlled with constant-speed pump and fans. Regardless of the coalinbdoa
power consumption of the cooling system was largely fixed. For the serienrgarying
loads in this study, some experiments were included with only one singlenfaing
under partial load.

3.2 Servers

The IT or heat load in each server rack was provided by 40 standard Sun V20 1§ server
each with a size of 28"x17"x1.75”. Due to constraints in data center space sudlye

and the high capital cost for servers, 320 servers were selectedackezisn eight

server racks. As a result, the maximum nominal load per server rack wgsedds be

10 kW. Details of the servers provided in this study are publicly available [1].



3.3 Server power management

Using a commercially available software program as the “control amggthe load

within each rack was effectively controlled at desired levels by dym@édlgntarning on

and off servers and running the program [2] at various CPU loads to achieve the desire
power consumption and resulting heat load to test the energy efficiency of the modular
cooling system. Prior to the test, reference measurements on each typerothse was

being used in the racks were performed to measure idle and loaded power consumption.

To achieve the desired partial or full power load level (kW/rack) to be testedritzer
of servers needed to run at 100% load was calculated and the program tureetdffe r
For example to achieve the desired various heat load levels in the tesh@lamiber of
servers running at full load per rack were as follows: 10 kW/rack - 88rsef7.5
kW/rack - 25 servers; 5 kW/rack - 17 servers; 2.5 kW/rack - 9 servers.

Although all of the servers used in the test configuration were the same, the initia
reference measurements identified that they had significantly diffieogrer
consumption due to different memory or computing configurations installed.

Therefore, to achieve and maintain the desired full or partial power load per rangk dur
each test sequence, the monitoring system collected real time measisrefrserver

power from the rack power strips and the program used this information to turn on or off
additional servers as necessary to maintain the desired power load levels.

To monitor the inlet air temperature being delivered to the test racks by the modula
cooling system, air temperature probes were installed at the top, middle and bottom of
each rack. To improve the response time of these sensors, the power to the servers
installed at these rack elevations were maintained on during each tesjirgese. Prior

to starting a specific modular cooling system test sequence, the totalquwsemption

at each rack was verified against the readings of the power strip aneéddjssteeded

until the power consumption was stable.

3.4 Equipment location

The server racks and cooling modules in this study were located in the northwest cor
of the data center. The space containing all server racks and cooling nicufksor
dimensions of 8'6” by 22’, and was separated from the rest of data center bgyaafar
transparent curtains surrounding the server racks and eight cooling modui¢g.2Elg
server cabinets, each with the size of 29.5"by 42” by 78,” were oriented in armngle

with a common cold aisle (42" wide) on the inlet side of the servers, and a common hot
aisle (18” wide) on the outlet side of the servers. Air from the surrounding CRACIunit
the vicinity was intended to be blocked off using the curtains. The asymmetric
arrangement between cold- and hot-aisles allowed sufficient coldspeste for normal

air movement.

One overhead cooling module (sizing 14 inches high, 24 inches wide, and 39 inches long)
was positioned at 4.5 inches above the top of each of the eight server cabinets. The
overhead cooling modules are designed to draw air from the hot aisle, passingyh throu

the air-refrigerant heat exchanger and then directing cold air tolthaisle of the

servers. The cold air delivered overhead to the cold aisle is then moved fromttbé inle



the servers through the rack to the hot aisle where the process repeaigtaelfland
Figure 2 illustrate the general equipment layout in this study.
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4 Measured parameters
The following parameters were monitored or measured during the evaluation
e Power demand of servers and cooling modules
o Actual power demand for servers used.
o Actual power demand for the cooling modules

Electric power demand for the pump unit and eight cooling modules was
monitored separately.

e Air temperature
o Cold inlet air temperature to the front of server racks

There were three temperature sensors (RTDs) installed at the bottidte,mi
and top positions (0.65”, 37.5”, and 69", respectively) at the front inlet of each
server rack. These heights corresponded to servers 2U, 20U, and 38U,
respectively.

0 Hot outlet air temperature from the back of server racks

There were three temperature sensors (RTDs) installed at the botttofte, mi
and top positions (0.65.”, 37.5”, and 69", respectively) at the rear outlet of for
each of the server racks.

o Data center air temperatures (outside the enclosed test area): frdmgouil
energy management system

e Pump unit entering and leaving chilled water temperatures

Chilled water temperatures in the supply and return pipes were measured by
installing two surface mounted temperature sensors on the supply and return
chilled water lines. Insulation was wrapped around the pipes to eliminate the
influence of the surrounding environment to the pipe sensors.

e Pump unit chilled water flow rate

o The flow rate was calculated to be within + 5% accuracy using the pgessur
drop monitored and a vendor supplied conversion equation. Pressure drop was
monitored across a balancing valve on the supply side of the chilled water
connected to the refrigerant-water heat exchanger.

In addition to the real-time measurements taken of the test environment andehessys
the following parameters were recorded manually to quantify the powerdkin the
data center and the energy use of the central chilled water plantTtetglipment

power; total central chilled water plant power; primary chilled watev #ind chilled
water temperatures (supply and return); chilled water supply/returnedifi@rpressure.



5 Data acquisition system

Data collection for the test environment was performed using a comiyeaeiailable

data acquisition system [3]. Data points were measured over the duration of yhe stud
gathered from the manufacturer's modular cooling equipment (where availaél8un
servers, the rack power strips, and an array of power meters, flow metsssirp
transducers, and RTD temperature sensors.

Data was gathered by local network appliances via a variety of network &id ser
communication protocols from the meters, the servers, and various analog sensors
through 1/0 modules. After initial local processing and alarm checking, detaeported
to a remote server and stored in a relational database. Similar data poenteeasured
for each rack cooling technology, and stored in a shared relational databasmatea r
server. The real-time data was available through a web application, @logens to
monitor and manage the study remotely in real time. Access controls ermatreddh
manufacturer could see only its own data, while the designated libattess to all data.

Three power meters measured the energy use of the pumping system, the fans, and one
rack of servers. Smart power strips reported electric current for agdchRTDs were

placed at three heights on each rack, front and back, as well as at the inlet and outlet of
the fan units. Ambient temperature and humidity were measured on the cold-aisle.
Various internal server temperatures were gathered from selecterssasveeported by

the servers themselves. Supply and return chilled water conditions were edassing

an ultrasonic flow meter, pressure transducers, and RTDs. The cooling hatdelare

did not have communication capabilities.

6 Test procedures and operating conditions

The supply water temperature to the pump unit used in this evaluation was 45°F, which
was the actual chilled water temperature from the central coolingnsyst

Selected operating conditions were designed by combining various sEaei(25% to
100%) and various inlet air temperatures in this study, and are presented itothiadol
table.

Table 1 Set Points for Test Conditions

Inlet air Targeted total server
temperature load (kW) Various server loads (kW) per rack
set point (F) | for 8 servers racks 100% 5% 50% 25%
68 80 10.0 7.5 5.0 25
72 80 10.0 7.5 5.0 25
76 80 10.0 7.5 5.0 25
80 80 10.0 7.5 5.0 2.5

e For each desired rack power load, temperature control measures wer@taken t
adjust inlet air temperatures at discrete set points, i.e., 68°F, 7&%,and 80°F,
respectively.



¢ It was noted that the Modular Cooling System 1 - overhead cooling units used in
this study are designed to maintain a Minimum Room Temperature and are not
specifically designed to provide direct set point control over inlet air tetopera
Therefore, the inlet air temperature being delivered to the cold aislsignéde to
float based upon the rack power or heat load of the rack. For this reason, it was
difficult to achieve the exact set points for inlet air temperatures asnoplated
in the test plan, especially during part load since the heat rise acregvéng in
the rack was not high enough to reach the low end of the lower inlet air
temperature set points since the units are not designed to heat the air.l$bwas a
noted that although initial trial tests followed the rule-of-thumb provided by the
vendor that it took about 30 minutes to achieve steady-state air temperature, we
typically allowed from 45 minutes to up to two hour duration to enable the system
to reach steady state for each operating condition based upon the fielg-testi
experience gained in this study.

e Change the server load from full (i.e., 100%) to 75%, 50%, and 25% of the
defined nominal capacity per rack (i.e., approximately 10 kW/rack). Repeat and
record the measurements for each operating condition.

7 Performance metrics for modular cooling

In order to characterize thermal performance of the cooling system, di¢hesatio of
cooling (in kW) transported by the cooling module to the total power demand for the
operation of the module (refrigerant pump and fan), defined as “coefficient of
performance (COP).” The COP is unitless, with a higher value repireséigher
efficiency for the cooling module. The COP can be calculated under achievetingpera
conditions (a range determined by inlet air temperature and server load).

In this evaluation, the total power demand is the pump and fan power required to
transport the required refrigerant and airflow from the cooling systéite the heat
removed is equivalent to the cooling provided by the cooling system.

COP — Cooling

total

Where

Cooling is the amount of cooling power removed from the data center by the cooling
system, and

Protal is defined as the total power demand for the cooling system to do so.

Because there were fans and refrigerant pumps in the Cooling System Jalthevietr
demand was for pumping and air-circulating requirement in this study.

Total power demand for the module can be measured as follows:

Ptotal = Pfan power + Ppump power



Where
Pranpower IS the total measured fan power demand of the cooling modules
Ppump sower IS the measured pump power demand of the pump unit

The actual cooling provided by the refrigerant-based cooling systeneazaidolated
from the secondary-loop chilled water temperature rise and chilled \aterate, using
the following formula:

Where

60pQC AT,

Cooling = 30101

Cooling is the heat transfer (in kW) from the chilled water plant via the heat exchanger i
the pumping module.

p: Water density in Ib/gal, assuming water dengiof 8.34 Ibm/gal (or 62.4 Ibmfix

Q: Averaged chilled water flow rate measured in gallon per minute

The pressure difference between supply and return across the valve was stathte e

the actual water flow rate across the valve. The pressure-to-flogaatersion formula

was based upon the calibration provided by the balancing valve vendor, with an error bar
of £5%.

Q=40.2/AP

whereAP is the pressure difference of the chilled water flow in psi.
Cp: Specific thermal conductivity of water, 1 BTU/F-Ibm
AT, : Measured water temperatures rise, in °F

Therefore,

Cooling =0.146Q AT,

Cooling  0.146T AT,
P P

total total

COP =

Because we were focused on modular cooling system in this evaluation, the portion of
chiller pumping power required to deliver the chilled water volume in the pritoapy-
was ignored for this evaluation.



Another performance metric we calculated is the ratio of total power dividdg:by t
cooling transported by the overhead modular cooling system, defined as mosidar sy
efficiency (MSE). This is similar to chiller efficiency definesl ower demand per
cooling transferred. Represented in kW per cooling ton, a lower value of this ratio
indicates a higher cooling energy efficiency at which the modular systeenforming.

_12000R,, _ 12000R, _,, R

MSE total — —
Cooling  60pQC AT, QAT,,
& 352
COP
where

Module System EfficiencyMSE): ratio of total cooling power to the cooling transported
by the module, in kW/ton

Q: Averaged water flow rate measured in gallon per minute

AT, : Measured water temperatures rise, in °F

An alternative metric, defined as the module’s power inB&xs the ratio of power

demand for the cooling system to computer load under selected operating conditions. A
higher value of the power index indicates higher cooling energy demand faoliregc
system at a given server load.

P

Pl — total

P

server

8 Summary of findings and conclusions

The measurement and data collection system deployed in this study aialke ratid
accurate, and provided continuous monitoring of a wide range of critical paranteter
also provided real-time data display during the course of the experimtrtgl Data
analysis was further enabled by writing custom database queries tohearae data
collected to provide the ability for effective analysis of the large anafioéta collected
during the testing.

The software program used in the study to measure and monitor the power to the test
environment effectively created various load and power consumption scenasied dioa

the reference measures) to make sure the necessary power draw watedamel

maintained required for all the tests in this study. Each rack was capablesafring

over 10kW and depending on the server load set points. The control program was used to
set load levels (e.g., 2.5kW, 5kW, 7.5kW, 10kW or maximum) by turning on/off the
necessary amount of servers.

Based upon the three temperature measurements at the server racklinlgte,
average top, middle and bottom temperatures were calculated for rack. 8rhpsesture

10



measurements were used to calculate the averagenarm, minimum, and standard
deviation among all eight racks in operation dutimg study, as shown in Table 2.

Table 2 Statistics for inlet air temperatures avelage outlet air temperatures

Standard Range
Maximum Inlet Minimum Inlet | Deviation of Inlet| Average Outlet | (difference of
Average Inlet Air| Air Temperature | Air Temperature | Air Temperature | Air Temperature | max and min)
Temperature (F) (F) (F) (F) (F) (F)
74.6 75.9 72.4 1.0 102.4 3.5
73.1 75.8 68.5 3.0 100.6 7.4
74.1 78.1 64.3 5.2 100.4 13.8
76.4 81.2 64.9 6.9 103.4 16.3
73.3 76.4 67.1 3.6 99.9 9.3
71.9 73.3 69.1 14 94.8 4.2
72.1 75.2 65.1 4.1 96.7 10.0
79.7 80.9 77.7 1.2 105.1 3.1
715 73.2 69.9 1.2 95.0 3.2
65.6 66.4 65.1 0.5 86.4 1.4
65.3 66.5 64.8 0.6 86.6 1.7
65.3 66.5 64.9 0.6 86.6 1.6
74.7 76.2 73.7 1.0 98.7 2.5
68.5 69.4 68.0 0.5 82.4 1.4
66.0 66.8 65.5 0.6 84.0 1.4
68.3 69.0 67.8 0.4 85.1 1.3
71.1 72.0 69.7 0.8 86.9 2.3

The distribution of inlet air temperatures in teiady appeared to be non-uniform, from
the bottom to the top of the server racks, and frack to rack. For example, the
difference between maximum and minimum inlet terapges ranged from less than 2°F
up to 14°F, with the standard deviation rangingrfiless than 0.4°F up to 7°F. The non-
uniformity among the eight racks tested was pddityievident when inlet air
temperatures were intended to be controlled witénhigher end of the set points shown
in Table 1.

The actual operating conditions achieved in thedwation are shown in Table 2. The
overall coverage of operating conditions rangedhfb°F to 80°F for inlet air
temperatures and the server loads ranged fromVE/vakk to 9.8 kW/rack.
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Table 3 Actual Test Conditions and Results

Average Inlet|  Average | Chilled Total

ServerLoad|  Air Outlet Air | Water | Chilledwater [Cooling from{ Fan | Pump | Total Powerfor | Server

per Rack | Temperature | Temperature | Flowrate | temperature (Chilled Water| Power | Power | Cooling Module | Power MSE | Power

(kWirack) (F) (F) (gpm) | difference(F) | (kW) kW) | (kw) (kw) (kw) | COP | (kWion)| Index
9.6 75 102 466 89 615 15 09 24 168 | 262 | 013 | 003
9.6 13 101 61.6 85 786 15 09 24 70 | 329 | 011 | 003
9.7 74 100 365 133 709 15 09 23 75 | 303 | 012 | 003
9.8 76 103 239 183 66.1 15 09 23 786 | 282 | 012 | 003
9.7 73 100 60.0 9. 829 15 09 23 73 | 35 | 010 | 003
15 72 % 306 135 604 15 09 24 600 | 251 | 014 | 004
16 2 97 23 146 535 15 09 24 607 | 24 | 016 | 0.04
16 80 105 104 1.1 596 15 09 24 60 | 252 | 014 | 004
49 11 9 265 99 388 0.7 09 16 396 | 240 | 015 | 0.04
48 66 86 598 69 62.0 15 09 23 35 | 264 | 013 | 0.06
48 65 87 426 16 504 15 09 23 B4 | 25 | 016 | 0.06
48 65 87 4.9 11 55.9 15 09 24 33 | 288 | 015 | 0.06
50 75 9 5.1 180 430 0.7 09 16 400 | 267 | 013 | 0.04
48 68 89 99 133 458 15 09 23 37 | 196 | 018 | 0.06
27 66 84 24 - - 08 09 17 28 - - 0.08
27 68 85 0.0 - - 08 09 17 27 - - 0.08
48 71 87 0.0 - - 08 09 17 35 - - 0.04

Table 3 shows the results from the tests perforatele facility including: server load;
average inlet/outlet air temperatures monitoretthrgte different heights for all eight
server racks; cooling delivered by the modules; grademand of the cooling systems,
and three performance metrics in this study: CO&gute system efficiency; and PI.

It is clear that different IT equipment operatiordanvironmental operating conditions
affected the cooling delivery efficiency of the nutak cooling unit. Specifically,
variations in server power load and inlet air terapge have resulted in different COP,
module cooling efficiency (kW/ton), and power index modular Cooling System 1.

Generally, modular pump power demand remainedes{ambstly around 0.9 kW), while
fan power demand exhibited a slightly higher demahdn both overhead unit fans were
on (1.5 kW) compared to the fan power when onesas on. Overall, the total power
demand for the modular cooling was very constanafgiven operation condition, i.e.,
2.4 kW with dual fans on and 1.6-1.7 kW with one far each of the eight cooling
modules.

Under similar server loads, the COP of coolingeyst tended to increase with the
decrease in inlet supply air temperature; whiledb@ing system’s MSE (kW/ton value)
tended to increase with the increase in inlet suppltemperature. The magnitude of
MSE ranged between 0.1 and 0.2 kW/ton, lower thaorenal computer room air
handling (CRAH) unit. The Pl value appeared to ¢edlittle under similar server loads
with various inlet air temperatures in this study.

As expected for a system that consumes electriggra a relatively constant rate, the
COP values of the modular cooling system increastdthe increase in server load;
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indicating higher cooling efficiency with higherckapower loads. MSE values show a
reversed trend, also indicating higher coolingoggficy at higher server power loads.

Similarly, the PI values increased with the deaeaagack power load, indicating that

higher cooling system power per unit of server ldeahand was required under lower
server loads.

The test results show that this cooling systemgeserally capable of providing cooling
needed to achieve various inlet air temperatureeuwvarious server loads pre-designed
for the study; however, there were challengesencthurse of controlling and maintaining
inlet air temperature within a desired range fonsmf the set points used in this
evaluation. Specifically, the challenge in conirglcooling conditions was most evident
at the high end of the selected set point tempersiia this study.

Overall, the calculated COP values ranged from@2@wB6; MSE (kW/ton) values
ranged from 0.11 up to 0.18kW/ton; and Pl rangethf0.03 to 0.08. Modular Cooling
System 1 exhibited an energy efficiency level bidtian traditional CRAH units under
the selected operating and environmental conditfergs, pre-defined rack power and
inlet air temperature) that were achieved in thislg. The findings from this study
indicate that by implementing overhead modular iogpin lieu of traditional CRAH

units, the overall kW/Ton in the data center cdaddreduced. This type of modular
cooling system also provides increased flexibilityglata center configuration and layout.
Therefore, integration of such modular, scalabl@ding systems within the “traditional”
data center infrastructures should be to be cdygfldnned and considered for successful
implementation of modular cooling in data centers.

The overall energy demand for cooling server racksdata center is largely affected by
the efficiency of the central cooling system, sastcthilled water plant or cooling tower
plant. In addition, the overall energy demand élalso be affected, to some extent, by
the individual CRAH units or other modular cooliagits installed within the data center.
In this evaluation, the cooling system was opegadinthe chilled water temperature of
approximately 45°F provided by the central chileater plant.

It would be useful to understand the cooling effextess by coupling modular cooling
units with the chilled water plant supplying cooledter of various temperatures. This
study recommends that the cooling performancesaedgy efficiency of Cooling
System 1 be evaluated when operating with highgiplguvater temperature up to the
vendor's recommended maximum level.

In addition, due to testing constraints, evaluatboooling performance was not
performed for Cooling System 1 at its maximal dedaad cooling capacity (i.e., 160
kW for 16 modular overhead cooling units). Sinoe lleat exchanger/pump system has
constant power demand and is designed for a maxiofurfBOkW, future tests may be
conducted to test more typical design operatindimgdoad, e.g., 80% or 128kW, while
using the vendor’s cold aisle containment systetvetter understand how the system
performs both operationally and from an energycedficy perspective.

In order to further improve energy efficiency oéthnodular overhead cooling system via
reducing energy use by fan and pump operatios,readommend that the vendor consider
controllability to provide variable flow rates dmetheat exchanger/pump system and to
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automatically operate the overhead units in a singldual fan mode in future
generations of the product.

This evaluation does not include the assessmdahegiotential energy savings possible
if this cooling system technology was used forghgre data center. Based on the
magnitudes of the performance metrics developeceaalliated in this study, it is clear
that this modular cooling system can be more efficthat the typical CRAH units

widely used in traditional data centers. This besaml, however, it would be premature
to directly compare this modular overhead coolipgfesm with those of other similar
modular, scalable cooling systems because of difé@rences in actual operation
conditions and optimal design loads that couldcféetual efficiency outcomes from the
tested operation. In addition, it is recommended the reader of these individual reports
consider not only the energy efficiency performaottthe modular scalable cooling
system, but also the system’s design capabilgyefiiectiveness to control and maintain
server inlet air temperature (e.g., within ASHRAEEommended levels), and its potential
dependence on other cooling or humidification il diata center.

In closing, in order to quantify or estimate thgoamt of modular, scalable cooling
systems on overall data center energy efficienog,must also assess their integration
with the rest of the data center eco-system, tmgéeature range of chilled water
available from the plant, the local weather cowdisi where the datacenter is located, and
the power density characteristics of the data cente
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